03_Fire Extinguisher Schedule

Keynote \ Family \ F.E. Diameter(mm) \ F.E. Gross Weight \ F.E. Height(mm) \ F.E. Mounting Height(mm) \ F.E. Test Pressure \ Notes
- 1044 16.13.A | Fire Extinguisher | 120 . 8.10kg | 380 | 800 . 25000000.0 Pa n/a
Grand total: 13
04_Fire Department Inlet Connection Schedule
Keynote Family F.-Material | F.lInletmm) | F.lL No. of Inlets Hosted Level Notes
2111 19.A Fire Department Inlet Connection - 3 Way - Polished Brass 89 3 Level 1 n/a
Flush Plate Plate
Grand total: 1
05_Sprinkler Schedule
Keynote \ Family \ S. Diameter(mm) \ S.Depth(mm) \ Temp. Rating \ Notes
. 211313A Sprinkler - Dry - Pendant - Hosted 15 | 98 | 57 °C | n/a
76
. 211313B |  Sprinkler - Dry - Horizontal Sidewall - Hosted 15 98 57 °C n/a
9
Grand total: 85
06_Fire Alarm Control Panel Schedule
Keynote | Family . F.AWidth(mm) | F.A Depth(mm) | F.A.Heighttmm) | PanelName | Voltage | Notes
. 283123A | Fire Alarm Control Panel 400 | 138 | 475 . FACP-01 | 220 V | n/a
Grand total: 1
07_Heat Detector Schedule
Keynote Family . H.D.Diameter |  H.D.Depth Voltage | Power ' H.D. Fixed Temp. | Notes
. 283143A Heat Detector | 150 | 50 | 24 V | 0.2W | 58 °C | n/a
Grand total: 3
08 Smoke Alarm Schedule
S.D.Operating
Keynote Family S.D. Diameter(mm) | S.D. Depth(mm) Voltage Power Temperature Notes
. 283146A Smoke Alarm 150 50 | 24 V 0.2W | 38 °C | n/a
Grand total: 35
09_Fire Alarm Break Glass Unit Schedule
Keynote Family ' B.G.U. Width(mm) | B.G.U. Height(mm) | B.G.U. Depth(mm) | Voltage Power Notes
28 31 53.13.A | Fire Alarm Break Glass 88 88 50 24V 0.12W n/a
Unit
Grand total: 10
10_Fire Alarm Sounder Schedule
F.A.S.
Keynote Family Diameter(mm) F.A.S. Depth(mm) | F.A.S. Audio Level Voltage Power Notes
' 283163.13.A | Fire Alarm Sounder 150 | 51 | 75 dB 24 V 0.6 W n/a
Grand total: 25
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